
Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4001002
ABINGTON ICE AND SUPPLY CO.

495 CENTER AVE
ABINGTON MA 02351

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4001005
751 BEDFORD ST
ROUTE 18
ABINGTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
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Nitrate 
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Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
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      CONTAMINATION 

MCL
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MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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See additional page(s).

02351

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4001005
ROCKY MOUNTAIN SPRING WATER VENDING

751 BEDFORD ST
ROUTE 18
ABINGTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02351

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4016001
64 PLEASANT ST
ATTLEBORO MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004
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N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02703

SIMPSON SPRING (ATTLEBORO) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4016001
SIMPSON SPRING (ATTLEBORO) VEND

64 PLEASANT ST
ATTLEBORO MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02703

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4020013
SANDY TERRACES ASSOCIATES

570 WAKEBY RD
BARNSTABLE MA 02630

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.73

< 0.05

14

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4020016
OLD VILLAGE STORE

2445 MEETINGHOUSE WAY
ROUTE 149
WEST BARNSTABLE MA 02668

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.29

< 0.004

46.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4020021
FIRST LUTHERAN CHURCH

1663 MAIN ST
WEST BARNSTABLE MA 02668

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.63

< 0.004

20.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4003007
COUNTRY WHIP

1173 NORTH MAIN ST
ACUSHNET MA 02743

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 
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N
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(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4020022
GREAT MARSH HEALTH SERVICES

1049 RTE 6A
WEST BARNSTABLE MA 02668

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 
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1.2
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N N

N

PWS ID:
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(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4020023
SANDY NECK BEACH

590 SANDY NECK RD
WEST BARNSTABLE MA 02668

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.03

< 0.004
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N N
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N

PWS ID:
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(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4020024
BARNSTABLE COMMUNITY BUILDING

2377 MEETINGHOUSE WAY
WEST BARNSTABLE MA 02668

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 
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N
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(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4027002
DCR DIGHTON ROCK STATE PARK

BAYVIEW AVE
BERKLEY MA 02779

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 
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N

PWS ID:
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(MG/L) 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4036007
SANDYS RESTAURANT

5 BOURNE BRIDGE RD
BOURNE MA 02532

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.61

< 0.007

75.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4036012
1265 RTE 28A
BOURNE MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02532

PRISTINE SPRING (BOURNE) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4036012
PRISTINE SPRING (BOURNE) VEND

1265 RTE 28A
BOURNE MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02532

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4036013
140 EAST MAIN ST
BOURNE MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02532

SIMPSON SPRING (BOURNE) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4036013
SIMPSON SPRING (BOURNE) VEND

140 EAST MAIN ST
BOURNE MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02532

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4040001
DELS POULTRY FARM  VND

459 WEST ST
BRAINTREE MA 02184

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.15

0.015

7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4041004
SWEETWATER FOREST INC

676 HARWICH RD
BREWSTER MA 02631

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2

< 0.004

10.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4041006
CAMP FAVORITE

208 CROWELLS BOG RD
BREWSTER MA 02631

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.34

< 0.004

9.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4041007
CAMP MITTON

46 FEATHERBED LN
BREWSTER MA 02631

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.29

< 0.004

9.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044003
SPECTRUM GYMNASTICS INC.

959 WEST CHESTNUT ST
BROCKTON MA 02301

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

112

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044005
ROCK SPRING

ARTHUR ST
BROCKTON MA 02302

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.02

70

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044007
27 LAWRENCE ST
BROCKTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02301

SIMPSON SPRING (BROCKTON) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044007
SIMPSON SPRING (BROCKTON) VEND

27 LAWRENCE ST
BROCKTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02301

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044008
563 CENTER ST
@ TEDESCHI FOOD SHOPS
BROCKTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02302

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044008
ROCKY MOUNTAIN SPRING WATER VENDING

563 CENTER ST
@ TEDESCHI FOOD SHOPS
BROCKTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02302

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044009
SPG AND PLEASANT ST
BROCKTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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02301

SIMPSON SPRING (BROCKTON) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044009
SIMPSON SPRING (BROCKTON) VEND

SPG AND PLEASANT ST
BROCKTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02301

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044010
170 TO 180 OAK STREET
@ OAK VILLAGE
BROCKTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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02302

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044010
ROCKY MOUNTAIN SPRING WATER VENDING

170 TO 180 OAK STREET
@ OAK VILLAGE
BROCKTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02302

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044012
740 BELMONT ST
BROCKTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
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Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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See additional page(s).

02301

SIMPSON SPRING (BROCKTON) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4044012
SIMPSON SPRING (BROCKTON) VEND

740 BELMONT ST
BROCKTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02301

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052047
RTE 58 AND 44
CARVER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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See additional page(s).

02330

PRISTINE SPRING (CARVER) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052047
PRISTINE SPRING (CARVER) VEND

RTE 58 AND 44
CARVER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02330

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052008
ERICKSONS ICE CREAM CAFE INC

287 TREMONT ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.15

< 0.05

5.64

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052010
PINE WOOD WAY CAMPING AREA INC

35 WAREHAM ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.76

< 0.05

6.24

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052011
CAPTAIN PAL PRESCHOOL / UNITED PARISH

115 MAIN ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.25

< 0.05

2.12

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052014
SHADY ACRES CAMPGROUND INC.

20 SHOESTRING ROAD
SOUTH CARVER MA 02366

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

4.58

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052018
TREMONT PLACE

300 TREMONT ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

104

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052019
GEORGIOS PIZZA

105 MAIN ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.02

< 0.02

26

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052021
EDAVILLE RAILROAD

7 EDA AVE
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.73

< 0.004

13.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052022
DCR MYLES STANDISH STATE FOREST

CRANBERRY RD
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.11

< 0.01

5.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052046
SILO MARKET PLACE

2 MONTELLO ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.1

< 0.004

15.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052048
224 TREMONT ST
CARVER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02330

SIMPSON SPRING (CARVER) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052048
SIMPSON SPRING (CARVER) VEND

224 TREMONT ST
CARVER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02330

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052058
CARVER COUNCIL ON AGING

48 LAKEVIEW ST
PO BOX 618
SOUTH CARVER MA 02366

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.45

< 0.05

6.62

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052059
DAVES LIQUORS

239 TREMONT ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 NO DATA

< 0.1

< 0.05

1.04

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052060
PINE VIEW PLAZA

73 MAIN ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

35

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052065
MAIN STREET COURT CONDOMINIUM TRUST

66 MAIN ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

0.34

< 0.05

46.7

Y N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052066
OCEAN SPRAY RECEIVING STATION

60 FEDERAL RD
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.09

< 0.004

8.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052068
80 MAIN ST
CARVER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

65.8

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02330

CARVER DUNKIN DONUTS



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052068
CARVER DUNKIN DONUTS

80 MAIN ST
CARVER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02330

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

ARSENIC (MG/L) 0.011 NN Erosion of natural deposits; 
Runoff from orchards; Runoff 
from glass and electronics 
production wastes

0.01 0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4052071
FROSTY DOG

58 NORTH MAIN ST
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

13.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4055005
PLEASANT BAY VILLAGE MOTEL

1191 ORLEANS RD
CHATHAM MA 02633

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.4

< 0.004

19.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4062000
MENEMSHA WATER COMPANY

OFF FLANDERS LN
CHILMARK MA 02535

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Nitrate 
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Other Contaminant 
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MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
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      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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N

PWS ID:
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(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4062001
MENEMSHA INN

NORTH RD
CHILMARK MA 02535

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4062002
CHILMARK TAVERN

9 STATE RD
CHILMARK MA 02535

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 
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Nitrate 

Nitrite 
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Other Contaminant 
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MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4062004
BEACH PLUM INN

50 BCH PLUM LN
CHILMARK MA 02535

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Total Coliform 
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Other Contaminant 
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MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
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      CONTAMINATION 

MCL
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MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4062006
CHILMARK COMMUNITY CENTER

520 SOUTH RD
CHILMARK MA 02535

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
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MCL
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MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4072003
RACHELS LAKESIDE

950 STATE RD
DARTMOUTH MA 02747

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 
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Nitrate 

Nitrite 
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Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 
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N/AN/A N/A N/A N/A

(MG/L) 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4072005
DCR DEMAREST LLOYD STATE PARK

BARNEYS JOY RD
DARTMOUTH MA 02714

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.15

< 0.01

11

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4072006
CHINA BELLE RESTAURANT

924 STATE RD
NORTH DARTMOUTH MA 02747

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

56.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4082001
CAMP WING DUXBURY STOCKADE

742 KEENE ST
DUXBURY MA 02332

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.06

< 0.004

15.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086003
STEWARTS SEAFOOD RESTAURANT

4380 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

5.24

< 0.004

51

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086005
SHERATON FOUR POINTS

RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.4

< 0.004

38.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086007
NAUSET HAVEN LAKESIDE COTTAGES

3280 RTE 6 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

NO DATA

NO DATA

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086008
TOWN CRIER MOTEL

3620 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.14

< 0.004

18.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086009
EASTHAM TOWN HALL

2500 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent
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< 0.05
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N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086010
VIKING SHORES RESORT

5200 RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086012
PARKERS SHIPWRECK TAVERN AND SPORTS BAR

4940 RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086014
ATLANTIC OAKS CAMPGROUND

3700 STATE HWY 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.78

< 0.007

17.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086015
THE CRANBERRY COTTAGES CONDO ASSOC

742 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.56

< 0.007

17.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086017
PINE TREE CONDOMINIUM ASSN.

12 INDEPENDENCE LN
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.48

< 0.004

17.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086018
BLUE DOLPHIN INN

5950 RTE 6 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

1.09

< 0.05

12.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086020
ARNOLDS RESTAURANT

RTE 6 AT ORCHARD RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.69

0.029

20.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086021
MIDWAY MOTEL

5460 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.98

< 0.004

13.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086022
OAK GROVE COTTAGES

130 EASTFIELD DR
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.56

< 0.004

75.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086023
SHORE GARDEN WATER FRONT CONDO.  ASSN.

740 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

44

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086027
GIFT BARN INC.

RTE 6
4180A STATE HWY.
NORTH EASTHAM MA 02651

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

3.79

< 0.004

17.6

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086030
EAGLE WING MOTEL

RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.85

< 0.05

30

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086033
POITS LIGHTHOUSE MINI GOLF

5270 RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.72

< 0.004

18

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086034
FAIRWAY PIZZERIA/HOLE IN ONE

4295 RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.4

< 0.007

46.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086035
THE LOBSTER SHANTY

2905 COUNTY RD-RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.15

< 0.004

102

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086036
VILLAGE GREEN SHOPPING CENTER

50 BRACKETT RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.6

< 0.05

33

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086039
WILLYS WORLD WELLNESS AND CONFERENCE CTR

4730 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.82

< 0.004

8.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086040
MAIN STREET MERCANTILE CONDO II

3 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

6.95

< 0.004

25

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086041
CCNS DOANE ROCK PICNIC AREA

DOANE RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.8

< 0.02

19.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086042
WHALE WALK INN

220 BRIDGE RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.29

< 0.004

13.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086043
TOWN CENTER SHOPPING PLAZA

4550 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.6

< 0.004

17.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086045
SEATOLLER

4205 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.31

< 0.05

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086046
CAPTAINS QUARTERS MOTEL AND CONF. CTR.

RTE 6
NORTH EASTHAM MA 02651

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

8.1

< 0.01

39

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086047
GIBSON COTTAGES

80 DEPOT RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.38

< 0.004

13.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086048
SEAMAN COTTAGES

43 LONGSTREET LN
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.67

0.012

20.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086049
ORLEANS/EASTHAM ELKS LODGE

10 MCKOY RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

6.94

< 0.007

38.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086050
EASTHAM SENIOR CTR. / COUNCIL ON AGING

1405 NAUSET RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.8

< 0.05

22

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086053
STARFISH CONDOMINIUM TRUST

80 HAY RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.21

< 0.004

17.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086054
EASTHAM SUPERETTE

2475 STATE HWY
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

7.89

NO DATA

19.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086055
NAUSET MARKET

5030 COUNTY ROAD ROUTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.6

NO DATA

88

N N

N Y

N N

Y

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086089
WILEY PARK CONSERVATION AREA

HERRING BROOK RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.1

< 0.05

13

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086090
OVERLOOK INN LLC DBA INN AT THE OAKS

3085 RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.68

NO DATA

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086091
FLEMING DONUTS

4680 RTE 6
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.4

< 0.05

12

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4086092
MIDCAPE YOUTH HOSTEL

75 GOODY HALLET
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.3

< 0.004

8.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4088004
719 WASHINGTON ST
SOUTH EASTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02375

SIMPSON SPRING CO. (SOURCE)



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4088004
SIMPSON SPRING CO. (SOURCE)

719 WASHINGTON ST
SOUTH EASTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02375

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4088005
719 WASHINGTON ST
SOUTH EASTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02375

SIMPSON SPRING (EASTON) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4088005
SIMPSON SPRING (EASTON) VEND

719 WASHINGTON ST
SOUTH EASTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02375

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4088006
25 ROBERT DR
OFF ROUTE 106
EASTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.57

< 0.05

38.7

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02334

WATER VEND VENDING UNIT



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4088006
WATER VEND VENDING UNIT

25 ROBERT DR
OFF ROUTE 106
EASTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02334

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.16 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

PERCHLORATE (UG/L) 0.6 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4089003
CHAPPAQUIDDICK BEACH CLUB, INC.

36 CHAPPAQUIDDICK RD
EDGARTOWN MA 02539

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.92

< 0.05

17

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4095001
EAST END SPORTSMENS CLUB

100 EAST END SPORTSMAN RD
FALL RIVER MA 02720

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

0.59

< 0.05

8.74

Y N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4095004
101 PRESIDENT AVE
@ EXECUTIVE PLAZA
FALL RIVER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02720

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4095004
ROCKY MOUNTAIN SPRING WATER VENDING

101 PRESIDENT AVE
@ EXECUTIVE PLAZA
FALL RIVER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02720

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4095006
933 PLEASANT ST
@ FLINT VILLAGE
FALL RIVER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02723

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4095006
ROCKY MOUNTAIN SPRING WATER VENDING

933 PLEASANT ST
@ FLINT VILLAGE
FALL RIVER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02723

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4095007
340 RHODE ISLAND AVE
@ SOUTHWAY PLAZA
FALL RIVER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02720

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4095007
ROCKY MOUNTAIN SPRING WATER VENDING

340 RHODE ISLAND AVE
@ SOUTHWAY PLAZA
FALL RIVER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02720

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4096004
CAPE COD COUNTRY CLUB

48 THEATRE DR
FALMOUTH MA 02540

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.6

< 0.01

5.1

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4096009
556 MAIN ST
FALMOUTH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02540

PRISTINE SPRING (FALMOUTH) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4096009
PRISTINE SPRING (FALMOUTH) VEND

556 MAIN ST
FALMOUTH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02540

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4102010
CAMP WELCH, THOMAS CHEW MEMORIAL

127 NORTH MAIN ST
FREETOWN MA 02717

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.69

< 0.05

23.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4102034
FORGE POND CAMPGROUND INC

62 FORGE RD
FREETOWN MA 02717

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

11.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4102036
DCR FREETOWN STATE FOREST

SLAB BRIDGE RD
FREETOWN MA 02717

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.05

< 0.01

7.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4104003
AQUINNAH RESTAURANT

27 AQUINNAH CIR
AQUINNAH MA 02535

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

NO DATA

NO DATA

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4131001
DCR  WOMPATUCK ST. PK.  MT. BLUE SPRING

UNION ST
HINGHAM MA 02043

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.05

< 0.01

20

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4131002
25 SUMMER ST
HINGHAM MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.47

< 0.01

49

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02043

THE WATER STORE OF HINGHAM (VND)



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4131002
THE WATER STORE OF HINGHAM (VND)

25 SUMMER ST
HINGHAM MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02043

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

BARIUM (MG/L) 0.017 NN Discharge of drilling wastes; 
Discharge from metal refineries; 
Erosion of natural deposits

2 2

FLUORIDE (MG/L) 0.86 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

PERCHLORATE (UG/L) 0.12 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4145002
CAMP MISHANNOCK

RTE 80
KINGSTON MA 02364

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.12

< 0.05

18.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146006
CLARK SHORES WATER CORPORATION

1 SUMMIT AVE
CLARK SHORES
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

9.25

< 0.05

20.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146011
LAKEVILLE GOLF CLUB

44 CLEAR POND RD
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.82

NO DATA

23.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146012
ROYAL PIZZA (BT REALTY TRUST)

68 MAIN ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

22.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146017
POQUOY BROOK GOLF COURSE

20 LEONARD ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

2.9

< 0.05

31.1

Y Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146018
ST. MARTHA AND MARY CHURCH

354 BEDFORD ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.03

< 0.05

27.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146020
THE BACK NINE CLUB

C/O OLD STONE LOOKOUT LLC
17 HERITAGE HILL DRIVE
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

12.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146022
CHURCH OF NAZARENE

180 MAIN ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

9.64

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146028
J.  AND  J. SEAFOOD DRIVE IN

197 COUNTY ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146029
LAKEVILLE LIONS CLUB

25 STAPLES SHORE RD
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
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Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146031
ORCHID OF HAWAII

201 BEDFORD ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146038
FRATERNAL ORDER OF EAGLES

217 COUNTY RD
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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      CONTAMINATION 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146040
CEDARDALE ASSOCIATES OF LAKEVILLE, INC.

327 POND RD.
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146042
ROSE PROFESSIONAL PLAZA

53 TAUNTON ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

0.14

< 0.05

49.1

Y N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146043
MAYFLOWER PLAZA LLC

166 COUNTY STREET
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.66

< 0.05

9.16

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146046
STARRS COUNTRY MARKET

78 MAIN ST
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

0.27

< 0.05

99.8

Y N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4146049
BISHOP RUOCCO HOUSE

22 HIGHLAND RD
LAKEVILLE MA 02347

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.1

< 0.05

15.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4169002
439 WAREHAM RD
ROUTE 6
MARION MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02738

PRISTINE SPRING (MARION) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4169002
PRISTINE SPRING (MARION) VEND

439 WAREHAM RD
ROUTE 6
MARION MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02738

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4172014
CAPE COD CAMP CORPORATION

615 RTE 130
MASHPEE MA 02649

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.2

< 0.05

4.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4172043
SEA MIST RESORT

141 GREAT NECK ROAD S
MASHPEE MA 02649

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.1

< 0.05

22

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4172048
FITNESS COMPANY FOR WOMEN

502 MAIN ST
ROUTE 130
MASHPEE MA 02649

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.66

< 0.05

6.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4182007
TISPAQUIN FAMILY CAMP AREA

68 PURCHASE ST
MIDDLEBOROUGH MA 02346

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.47

< 0.05

9.49

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4182013
RTE 28
MIDDLEBOROUGH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02346

PRISTINE SPRING (MIDDLEBORO) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4182013
PRISTINE SPRING (MIDDLEBORO) VEND

RTE 28
MIDDLEBOROUGH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02346

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4182016
WOODS POND CONDOMINIUMS

1 KINGS WAY
MIDDLEBOROUGH MA 02346

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

5.69

< 0.05

24

Y Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4197005
WAUWINET HOUSE

WAUWINET RD
NANTUCKET MA 02554

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.14

< 0.004

28.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4197008
SURFSIDE BEACH

SURFSIDE RD
NANTUCKET MA 02554

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.01

< 0.004

13

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4197011
MILLIES RESTAURANT

326 MADAKET RD
NANTUCKET MA 02554

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.23

< 0.004

30.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4197017
STAR OF THE SEA YOUTH HOSTEL

31 WESTERN AVE
NANTUCKET MA 02554

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.76

< 0.004

17.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201001
135 POTTER ST
NEW BEDFORD MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02740

SIMPSON SPRING (NEW BEDFORD) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201001
SIMPSON SPRING (NEW BEDFORD) VEND

135 POTTER ST
NEW BEDFORD MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02740

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201002
1000 KINGS HWY
@ KINGS PLAZA
NEW BEDFORD MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02745

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201002
ROCKY MOUNTAIN SPRING WATER VENDING

1000 KINGS HWY
@ KINGS PLAZA
NEW BEDFORD MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02745

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201004
22 TARKILN HILL RD
NEW BEDFORD MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02745

SIMPSON SPRING (NEW BEDFORD) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201004
SIMPSON SPRING (NEW BEDFORD) VEND

22 TARKILN HILL RD
NEW BEDFORD MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02745

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201005
1240 KEMPTON ST (RTE 6)
@ SHAWS PLAZA
NEW BEDFORD MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
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      CONTAMINATION 

MCL
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MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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See additional page(s).

02746

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4201005
ROCKY MOUNTAIN SPRING WATER VENDING

1240 KEMPTON ST (RTE 6)
@ SHAWS PLAZA
NEW BEDFORD MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02746

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4211002
110 EAST WASHINGTON ST (RTE 1)
@ BENNYS
NORTH ATTLEBOROUG MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Violations 

MCL 2 MCLG 3 VIOLATION 4 
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MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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See additional page(s).

02760

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4211002
ROCKY MOUNTAIN SPRING WATER VENDING

110 EAST WASHINGTON ST (RTE 1)
@ BENNYS
NORTH ATTLEBOROUG MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02760

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4219002
10 WASHINGTON ST
@ QUEEN ANNE PLAZA
NORWELL MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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See additional page(s).

02061

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4219002
ROCKY MOUNTAIN SPRING WATER VENDING

10 WASHINGTON ST
@ QUEEN ANNE PLAZA
NORWELL MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02061

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4238006
PLAINVILLE ATHLETIC LEAGUE

EVERETT SKINNER RD
PLAINVILLE MA 02762

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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(YES or NO)
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MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4238013
WENTWORTH HILLS GOLF CLUB

27 BOW ST
PLAINVILLE MA 02762

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.01

47

N Y

N Y

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239006
PINEWOOD LODGE

190 PINEWOOD RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.17

< 0.05

5.57

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239007
INDIANHEAD RESORT

1929 STATE RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.48

< 0.004

7.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239011
ELLIS HAVEN

531 FEDERAL FURNACE RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.42

< 0.05

6.27

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239012
BLUEBERRY HILL CAMPGROUND

571 ROCKY POND RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

4.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239013
HEDGES POND RECREATIONAL AREA

158 HEDGES POND RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.07

< 0.004

NO DATA

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239028
CAMP CACHALOT (NARRAGANSETT COUNCIL)

5 MILE RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

4.13

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239029
CAMP BOURNEDALE

110 VALLEY RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.54

< 0.05

21.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239031
CAMP SQUANTO, BOY SCOUTS OF AMERICA

CUTTERFIELD RD
MYLES STANDISH STATE FOREST
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.11

< 0.05

20.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239034
WIND IN THE PINES

190 WEST LONG POND RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.16

< 0.05

6.63

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239041
SANDY POND CAMPGROUND

834 BOURNE RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

NO DATA

12.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239047
PINEWOODS CAMP INC.

80 CORNISH FIELD RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.82

< 0.004

6.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239052
CAMP MASSASOIT BOY SCOUTS OF AMERICA

ELBOW POND RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.62

< 0.004

11

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239053
WAVERLY OAKS GOLF COURSE

444 LONG POND RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.93

< 0.004

5.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239054
105 SAMOSET ST RTE 44
@ HESS CONVENIENCE
PLYMOUTH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02360

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239054
ROCKY MOUNTAIN SPRING WATER VENDING

105 SAMOSET ST RTE 44
@ HESS CONVENIENCE
PLYMOUTH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02360

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239056
CROSSWINDS GOLF CLUB

424 LONG POND RD
PLYMOUTH MA 02360

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.74

< 0.05

13.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239057
DCR MYLES STANDISH STATE FOREST

CRANBERRY RD
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 NO DATA

NO DATA

NO DATA

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4239058
DCR MYLES STANDISH STATE FOREST

CRANBERRY RD
CARVER MA 02330

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 NO DATA

NO DATA

NO DATA

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4240003
PLYMPTON PLAZA

286 MAIN ST
RTE 58
PLYMPTON MA 02367

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.07

< 0.004

4.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4245005
RAYNHAM ATHLETIC CLUB

1250 NEW STATE HIGHWAY ( RTE 44)
RAYNHAM MA 02767

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 
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NO DATA
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Y N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4240006
181 R BROOK ST
PLYMPTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.51

< 0.05
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N N

N N

N
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(MG/L) 

(MG/L) 

See additional page(s).

02367

HARVEST FARM SPRINGS WELLS 1  2



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4240006
HARVEST FARM SPRINGS WELLS 1  2

181 R BROOK ST
PLYMPTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02367

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4244002
CANDLIN DR
@ SUDBURY PLAZA
RANDOLPH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02368

ROCKY MT.SPRG.WTR (RANDOLPH)  VND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4244002
ROCKY MT.SPRG.WTR (RANDOLPH)  VND

CANDLIN DR
@ SUDBURY PLAZA
RANDOLPH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02368

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4245006
628 BROADWAY
RAYNHAM MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02767

PRISTINE SPRING (RAYNHAM) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4245006
PRISTINE SPRING (RAYNHAM) VEND

628 BROADWAY
RAYNHAM MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02767

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247001
REHOBOTH SENIOR CENTER

55 BAY STATE RD
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.04

< 0.05

55.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247003
K P GRILLE

481 WINTHROP ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

21.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247007
PINE VALLEY COUNTRY CLUB

136 PROVIDENCE ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

12.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247008
WINTHROP VILLAGE PLAZA

183 WINTHROP ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.94

< 0.05

21.8

N Y

N Y

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247009
FRANCIS FARM

151R COUNTY ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

17.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247010
HIDDEN HOLLOW COUNTRY CLUB

30 PIERCE LN
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.41

< 0.05

5.28

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247011
REHOBOTH COUNTRY CLUB

155 PERRYVILLE RD
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.11

< 0.004

91.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247013
MIDDLEBROOK COUNTRY CLUB

149 PLEASANT ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

NO DATA

93.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247015
CRESTWOOD COUNTRY CLUB

90 WHEELER ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

51.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247016
SUN VALLEY C.C./RESTAURANT

329 SUMMER ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

12.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247017
HILLSIDE COUNTRY CLUB BY LOMBARDI

82 HILLSIDE AVE
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

60.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247025
CHRISTIAN LIFE FELLOWSHIP

222 PLAIN ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

8.81

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247041
PLAZA PIZZA

289 WINTHROP ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

56.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247043
389 ANAWAN ST
REHOBOTH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.2

< 0.02

12

N Y

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).
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CUMBERLAND FARMS #2314



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247043
CUMBERLAND FARMS #2314

389 ANAWAN ST
REHOBOTH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02769

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

1,1,1-TRICHLOROETHANE (UG/L) 42.8 NN Discharge from metal 
degreasing sites and other 
factories

200 200

1,1-DICHLOROETHYLENE (UG/L) 4.6 NN Discharge from industrial 
chemical factories

7 7

TETRACHLOROETHYLENE (UG/L) 0.94 NN Discharge from factories and dry 
cleaners and asbestos cement 
lined pipes

5 0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247044
REHOBOTH TOWN OFFICE BUILDING

148 PECK ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

12.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247047
REHOBOTH PUBLIC SAFETY BUILDING

334 ANAWAN ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

16.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247050
ANAWAN JUNCTION

227 WINTHROP ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

132

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247051
CAMP RAMSBOTTOM

205 WINTHROP ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.16

< 0.05

54.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247053
JOHNSON AND WALES EQUESTRIAN CENTER

29 FRANCIS ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.03

< 0.01

8.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247054
503 WINTHROP ST
REHOBOTH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.39

NO DATA

189

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02769

INDIAN HILLS PLAZA



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247054
INDIAN HILLS PLAZA

503 WINTHROP ST
REHOBOTH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02769

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

METHYL TERTIARY BUTYL ETHER 
(UG/L)

41 NN Octane enhancer in unleaded 
gasoline

70 
(ORSG)

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247057
SMPAT LLC

224 WINTHROP ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.28

< 0.05

27.4

N N

N Y

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4247058
KANE AND SONS LLC

340 ANAWAN ST
REHOBOTH MA 02769

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.49

< 0.05

29.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4250004
ST. ROSE OF LIMA CHURCH

282 VAUGHN HILL RD
ROCHESTER MA 02770

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.57

< 0.05

10.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4250005
MHC GATEWAY TO CAPE COD, LLC

90 STEVENS RD
ROCHESTER MA 02770

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.41

NO DATA

3.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4250008
SEMASS ADMINISTRATION BLDG.

141 CRANBERRY HWY
ROCHESTER MA 02770

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.02

< 0.05

20

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4250009
ROCHESTER GOLF CLUB

323 ROUNSEVILLE RD
ROCHESTER MA 02770

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.74

< 0.05

2.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4251002
268 UNION ST
@ TEDESCHI FOOD SHOP
ROCKLAND MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.11

< 0.05

81.7

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02370

PURA VIDA H20 @ TEDESCHIS



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4251002
PURA VIDA H20 @ TEDESCHIS

268 UNION ST
@ TEDESCHI FOOD SHOP
ROCKLAND MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02370

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

DALAPON (UG/L) 1.8 NN Runoff from herbicide used on 
rights of way

200 200

PERCHLORATE (UG/L) 0.1 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

TOTAL ORGANIC CARBON (TOC) 2.5 NN Naturally present in the 
environment

TT N/A

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4261002
PETERS POND PARK

185 COTUIT RD
SANDWICH MA 02563

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.41

< 0.004

21.5

N Y

N Y

N Y

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4261004
YMCA CAMP LYNDON

117 STOWE RD
SANDWICH MA 02563

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.08

< 0.01

12

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4261009
AMARI BAR AND RISTORANTE

674 RT 6A
SANDWICH MA 02563

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

7.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4261012
HOLLY RIDGE GOLF CLUB

121 COUNTRY CLUB RD
SANDWICH MA 02563

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.15

< 0.004

9.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4261020
SANDWICH TOWN HALL SPRING

130 MAIN ST
RTE. 130
SANDWICH MA 02563

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.85

< 0.004

12.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4261023
DUNROAMIN CAMPGROUND AND COTTAGE COLONY

5 JOHN EWER RD
SANDWICH MA 02563

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

7.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4265001
SEEKONK SWIMMING AND TENNIS CLUB

240 DAVIS ST
SEEKONK MA 02771

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.7

< 0.01

16.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4265002
95 HIGHLAND AVE
SEEKONK MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.8

< 0.02

30

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02771

SUNNY SPRINGS (SEEKONK) VND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4265002
SUNNY SPRINGS (SEEKONK) VND

95 HIGHLAND AVE
SEEKONK MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02771

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.498 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4285002
289 PARK ST
RT 27
STOUGHTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02072

PRISTINE SPRING (STOUGHTON) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4285002
PRISTINE SPRING (STOUGHTON) VEND

289 PARK ST
RT 27
STOUGHTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02072

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4292001
SPRING VALLEY ENTERPRISES INC.

1941 G A R HWY
SWANSEA MA 02777

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.02

76

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4292002
55 JAMES REYNOLDS RD
RTE 136 @ JAMES QUIK MART
SWANSEA MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02777

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4292002
ROCKY MOUNTAIN SPRING WATER VENDING

55 JAMES REYNOLDS RD
RTE 136 @ JAMES QUIK MART
SWANSEA MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02777

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4293004
STAR DRIVE IN

205 MYRICKS ST
EAST TAUNTON MA 02718

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

11.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4293006
35 STATE HGWY (RTE 44)
@GLOBE LIQUORS
TAUNTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02780

ROCKY MOUNTAIN SPRING WATER VENDING



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4293006
ROCKY MOUNTAIN SPRING WATER VENDING

35 STATE HGWY (RTE 44)
@GLOBE LIQUORS
TAUNTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02780

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4293007
3 EAST WATER ST
TAUNTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02780

SIMPSON SPRING (TAUNTON) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4293007
SIMPSON SPRING (TAUNTON) VEND

3 EAST WATER ST
TAUNTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02780

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4293010
255 JOSEPH EAST WARNER BLVD
TAUNTON MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

50

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02780

WATER VEND VENDING UNIT



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4293010
WATER VEND VENDING UNIT

255 JOSEPH EAST WARNER BLVD
TAUNTON MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02780

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.95 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

PERCHLORATE (UG/L) 0.19 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

TOTAL ORGANIC CARBON (TOC) 2.1 NN Naturally present in the 
environment

TT N/A

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4296001
FOCUS STUDY CENTER

PO BOX 638
WEST TISBURY MA 02575

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.3

< 0.05

8.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4296002
STATE ROAD RESTAURANT

688 STATE RD
WEST TISBURY MA 02575

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.37

< 0.05

91

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4296003
AMERICAN YOUTH HOSTEL

525 EDGARTOWN RD
WEST TISBURY MA 02575

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

10

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4296006
LAMBERTS COVE INN AND RESTAURANT

90 MANAQUAYAK RD
WEST TISBURY MA 02575

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.32

< 0.05

9.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4296008
WEST TISBURY TOWN HALL

1059 STATE RD
WEST TISBURY MA 02575

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.24

< 0.05

9.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4296009
SEVEN A

STATE RD
WEST TISBURY MA 02575

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4296012
POLLY HILL ARBORETUM, INC.

795 STATE RD
WEST TISBURY MA 02575

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 
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N
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(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300001
ADVENTURE BOUND CAMPING, CC @ HORTONS

67 SOUTH HIGHLAND RD
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 
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N
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300003
NORTH OF HIGHLAND CAMPING AREA, LLC

52 HEAD OF MEADOW RD
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300004
CAPE VIEW MOTEL

364 STATE HWYRTE 6
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 
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Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 
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N
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300017
ADVENTURE BOUND CAMPING, CAPE COD

46 HIGHLAND RD
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.88

< 0.004

21

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300019
WHITMAN HOUSE RESTAURANT

5 GREAT HOLLOW RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.48

< 0.004

27.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300023
OUTER REACH RESORT

535 RTE 6
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.1

< 0.007

15.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300026
TRURO MOTOR INN

296 STATE RDRTE 6
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.53

< 0.004

65.6

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300027
CORN HILL CONDOMINIUMS

CORN HILL RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.48

< 0.004

12.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300028
LITTLE PAMET CONDOMINIUM

226 STATE RD RTE 6
SOUTH TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.19

< 0.05

48

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300029
BLACK FISH RESTAURANT

17 TRURO CENTER RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.34

< 0.004

21.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300030
MONTANOS RESTAURANT

481 RTE 6
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.03

< 0.004

18.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300031
SALT AIR COTTAGES

82 SHORE RD
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.77

< 0.004

23

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300034
THE SEASCAPE MOTOR INN

9 KNOWLES HEIGHTS RD
NORTH TRURO MA 02652

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.23

NO DATA

11.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300035
SLADEVILLE COTTAGES INC.

2 MEETINGHOUSE RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.03

< 0.007

18.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300036
CCNS TRURO NEED   AMER.YOUTH HOSTEL

111 NORTH PAMET RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

0.09

< 0.004

28

Y N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300039
ROSEVILLE CONDOMINIUMS

39 CORN HILL RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.08

< 0.004

29.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300041
TRURO TOWN HALL

24 TOWN HALL RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

0.93

< 0.007

34.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4300044
ATLANTIS INC.

14 TRURO CENTER RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.75

< 0.004

16.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4310008
MAPLE PARK FAMILY CAMPGROUND

290 GLEN CHARLIE ROAD
EAST WAREHAM MA 02538

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

5.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318002
BROWNIES CABINS

1937 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.71

< 0.007

13

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318003
DECK II CONDOS

1780 STATE HWY
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.3

< 0.004

20.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318007
STARFISH VACATION VILLAGE

2032 RTE 6 STATE HWY
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

6.16

< 0.007

365

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318008
SURF SIDE CONDOMINIUM TRUST

OCEAN VIEW DR
SOUTH WELLFLEET MA 02663

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.1

< 0.004

17

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318011
OCEAN PINES CONDOMINIUMS

935 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.11

< 0.007

33.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318019
CHEQUESSETT VILLAGE COTTAGES

420 CHEQUESSETT NECK RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.43

< 0.007

18.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318030
FLYING FISH CAFE AND DELI

29 BRIAR LN
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.72

< 0.004

15.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318031
MAINSTAY MOTOR INN

2068 STATE RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

6.51

NO DATA

41.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318033
SOUTHFLEET MOTOR INN

RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.76

< 0.05

52

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318035
WELLFLEET MOTEL

146 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.26

< 0.007

40.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318038
SPRING BROOK CENTER, INC.

51 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.65

< 0.004

28.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318042
THE LIGHTHOUSE RESTAURANT

317 MAIN ST
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 NO DATA

8.07

0.037

NO DATA

N Y

N Y

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318048
PAINES CAMPGROUND

180 OLD KINGS HWY
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.06

< 0.004

7.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318049
WELLFLEET BAY WILDLIFE SANCTUARY

291 STATE HWY RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.89

< 0.007

14.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318050
ROOKIES PIZZA

RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

< 1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318051
WINSLOW TAVERN

316 MAIN ST
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

8.06

< 0.004

45.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318052
WICKED OYSTER RESTAURANT

50 MAIN ST
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.82

< 0.02

48.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318055
MARCONI BEACH RESTAURANT

545 STATE HWY RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.25

< 0.007

20.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318057
PILGRIM ACRES CONDO ASSOCIATION

215 PILGRIM SPRING RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.3

< 0.004

16

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318060
91 AND  95 COMMERCIAL STREET

91 COMMERCIAL ST
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

6.6

< 0.004

32.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318063
MAURICES CAMPGROUND INC

80 RTE 6 UNIT 1
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.46

< 0.004

22.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318065
BOBS SUB AND CONE

RTE 6
SOUTH WELLFLEET MA 02663

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.1

< 0.05

< 1

N N

N Y

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318067
EVENTIDE MOTEL AND COTTAGES

650 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.09

< 0.004

16.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318068
THE HOLDEN INN

140 COMMERCIAL ST BOX 816
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

6.8

< 0.05

58

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318070
CATCH OF THE DAY, LLC

975 STATE HWY
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.03

< 0.007
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N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318071
CHEQUESSETT YACHT  COUNTRY CLUB

680 CHEQUESSETT NECK RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.87

< 0.007
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N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A
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(MG/L) 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318073
SWEET SEASONS, INC.

MAIN ST
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.68

< 0.004
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N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318074
DRUMMER COVE COTTAGES

1631 STATE HWY
SOUTH WELLFLEET MA 02663

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.09

< 0.004

5.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318075
THE BOX LUNCH

50 BRIAR LN
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

7.16

< 0.007
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N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318076
FINELY JPS RESTAURANT

554 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.67

< 0.007

18

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318077
P.B. BOULANGERIE BISTRO

15 LECOUNT HOLLOW RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.12

< 0.004

10.8

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318080
MOBY DICKS RESTAURANT

3225 STATE HWY
ROUTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 
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6.41
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N

PWS ID:
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318081
THE WELLFLEET BEACHCOMBER

1120 CAHOON HOLLOW RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.07

< 0.007

33.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318082
CCNS TRURO PILGRIM HEIGHTS

RTE 6
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.05

< 0.004
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N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318083
CCNS SALT POND VISITOR CTR.

RTE 6 AND DOANE RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.26

< 0.02
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N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318084
CCNS COAST GUARD STATION

DOANE RD AND OCEAN VW DR
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 
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< 0.02

< 0.02
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N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318087
CCNS HEMENWAY LANDING

HEMENWAY LANDING RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.02

< 0.004

17.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318088
CCNS NAUSET LIGHT BEACH

OCEAN VW DR AND CABLE RD
EASTHAM MA 02642

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.5

< 0.02

18

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318089
CCNS HIGHLAND AREA (TRURO)

SOUTH HIGHLAND RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.1

< 0.02

14

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318090
CCNS HEAD OF MEADOW BEACH

HEAD OF THE MEADOW RD
TRURO MA 02666

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.08

< 0.02

33

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318092
WELLFLEET LODGE

170 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.03

< 0.004

26

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318093
SALTBOX COTTAGES CONDOMINIUM

OFF DESIGNERS RD
60 DESIGNERS ROAD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.06

< 0.007

30.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318096
BLACKFISH VARIETY

1600 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.07

< 0.004

21

N Y

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318097
VAN RENSSELEARS

1019 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.48

< 0.007

49.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318098
CAPE COMMERCE NOMINEE TRUST

2393 STATE HWYRTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.85

< 0.004

33.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318099
THE JUICE

6 COMMERCIAL ST
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.03

NO DATA

28.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318103
OUTER CAPE HEALTH SERVICES INC.

3131 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.86

< 0.004

18.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318108
WELLFLEET GENERAL STORE

1446 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.86

< 0.01

28

N Y

N Y

N Y

Y

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318109
WELLFLEET MARKET PLACE

295 MAIN ST
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.71

< 0.004

22.3

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318110
NEWCOMB HOLLOW BEACH

END OF GROSS HILL RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.03

< 0.004

23.6

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318111
WHITE CREST BEACH

OCEAN VIEW DR
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.03

< 0.004

16

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318112
MAGUIRE LANDING BEACH

LECOUNT HOLLOW RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.03

< 0.004

34.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318113
GULL POND BEACH

SCHOOLHOUSE RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.03

< 0.004

20.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318116
GESTALT INTERNATIONAL STUDY CENTER

1035 CEMETERY RD
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

13.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318118
HIAWATHA CONDOMINIUMS

100 HIAWATHA RD
SOUTH WELLFLEET MA 02663

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.87

< 0.004

29.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318119
WELLFLEET COMMERCE CENTER, LLC

2357 RTE 6
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3.23

< 0.004

53.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318120
2520 A RTE 6 STATE HWY
WELLFLEET MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02667

SIMPSON SPRING (WELLFLEET) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318120
SIMPSON SPRING (WELLFLEET) VEND

2520 A RTE 6 STATE HWY
WELLFLEET MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02667

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4318121
OUR LADY OF LOURDES CHURCH

2282 ROUTE 6 STATE HWY
WELLFLEET MA 02667

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

26.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4322004
235 NORTH MAIN ST
WEST BRIDGEWATER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02379

SIMPSON SPRING (WEST BRIDGEWATER) VEND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4322004
SIMPSON SPRING (WEST BRIDGEWATER) VEND

235 NORTH MAIN ST
WEST BRIDGEWATER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02379

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4322005
235 WEST CENTER ST
ROUTE 106  HOCKOMOCK PLAZA
WEST BRIDGEWATER MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.43

< 0.004

19

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4322005
SIMPSON SPRING (W. BRIDGEWATER) VEND

235 WEST CENTER ST
ROUTE 106  HOCKOMOCK PLAZA
WEST BRIDGEWATER MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02379

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

PERCHLORATE (UG/L) 0.17 NN Rocket propellants, fireworks, 
munitions, flares, blasting agents

2

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334000
ACOAXET WATER COMPANY INC.

212 HOWLAND RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.74

< 0.05

37.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334009
ADMINISTRATION BLDG TOWN HALL ANNEX

856 MAIN RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

1.56

< 0.05

37.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334014
TOWN OF WESTPORT SELECTMENS OFFICE

816 MAIN RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4

< 0.05

67.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334020
WESTPORT CAMPING GROUNDS

346 OLD COUNTY RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

4.97

< 0.05

15.7

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334026
MEDITERRANEAN PIZZERIA

549 AMERICAN LEGION HWY
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

5.81

< 0.05

41.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334027
BAYSIDE RESTAURANT

1253 HORSENECK RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.99

< 0.05

12.4

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334028
CALVARY BIBLE CHURCH

1100 STATE RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.15

< 0.05

18

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334030
SANDWICH CONSTRUCTION

1133 AMERICAN LEGION HWY
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

7.9

< 0.004

38.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334031
DCR HORSENECK BEACH STATE RESERVATION

PO BOX 328
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.05

< 0.01

22.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334032
DCR HORSENECK BEACH CAMPGROUND

PO BOX 328
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.95

< 0.01
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N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334033
BUDS BY THE BEACH

9 BRIDGE RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.19

< 0.004

8.9

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334035
OUR LADY OF GRACE CHURCH

569 SANFORD RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

8.97

< 0.05

60.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334040
V F W POST 8502

843 STATE RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

7.02

< 0.05

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334052
HANDY HILL CREAMERY

55 HIX BRIDGE ROAD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.12

< 0.05

9.15

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334053
ACOAXET CLUB

152 HOWLAND RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

2.52

< 0.05

26.1

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334066
PERRYS BAKERY

1037 MAIN RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

< 0.01

< 0.004

9.2

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334076
WESTPORT YACHT CLUB INC.

CHERRY AND WEBB LN
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

7.43

< 0.05

18.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334079
WESTPORT SENIOR CENTER

75 REED RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Present

0.33

< 0.05

8.06

Y N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334080
WESTPORT CLUB INC.

904 MAIN RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.83

< 0.004

10.5

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334082
CENTRAL VILLAGE CONDO C/O BRADSHAW INS.

767 MAIN RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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MCL 2 MCLG 3 VIOLATION 4 
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      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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(MG/L) 

(MG/L) 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334084
F.L. TRIPP AND SONS, INC.

211 CHERRY AND WEBB RD
WESTPORT POINT MA 02791

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
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      CONTAMINATION 

MCL
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MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334086
THE BACK EDDY

1 BRIDGE RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
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Nitrate 

Nitrite 
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Other Contaminant 
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MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334087
SOARES FUNCTION HALL

670 MAIN RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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POSSIBLE SOURCES OF 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4334089
PARTNERS VILLAGE STORE

865 MAIN RD
WESTPORT MA 02790

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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(YES or NO)
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4336002
SPRING WATER EXPRESS

630 MIDDLE ST
WEYMOUTH MA 02189

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 
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Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 
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Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4336003
486 COLUMBIAN WAY
@ CURTIS LIQUORS
WEYMOUTH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

3

< 0.05

6.6

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02190

ROCKY MT.SPRG.WTR @ CURTIS LIQ.  VND



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4336003
ROCKY MT.SPRG.WTR @ CURTIS LIQ.  VND

486 COLUMBIAN WAY
@ CURTIS LIQUORS
WEYMOUTH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02190

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

FLUORIDE (MG/L) 0.068 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4336005
11 SEA ST
@TEDESCHI FOOD SHOP
NORTH WEYMOUTH MA

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MA DEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the  EPA Safe  Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

0.3

< 0.01

37

N N

N N

N N

N

PWS ID:

(MG/L) 

(MG/L) 

(MG/L) 

See additional page(s).

02191

PURA VIDA H2O @ TEDESCHIS



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4336005
PURA VIDA H2O @ TEDESCHIS

11 SEA ST
@TEDESCHI FOOD SHOP
NORTH WEYMOUTH MA

2012 DRINKING WATER QUALITY REPORT* 
For the period January 1, 2011 to December 31, 2011 

02191

PWS ID:

HIGHEST 
 DETECT 

  VALUE1 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION

MCL
FAILURE TO 
MONITOR ** 

CONTAMINANT 

TNC systems must routinely test for coliform bacteria, nitrate, nitrite and sodium (these results are listed on the first page). MassDEP 
may require and/or a TNC system may elect to conduct additional testing as needed. Below is a list of other contaminants found in the 
water from additional testing during the reporting period. 

These results are on file with the Massachusetts Department of Environmental Protection Drinking Water Program (MassDEP/DWP). For 
more information please contact the persons listed on the first page.

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that the water poses a health risk.  

MONITORING RESULTS TABLE

Other Contaminants

BARIUM (MG/L) 0.023 NN Discharge of drilling wastes; 
Discharge from metal refineries; 
Erosion of natural deposits

2 2

FLUORIDE (MG/L) 1.2 NN Erosion of natural deposits; 
Water additive which promotes 
strong teeth; Discharge from 
fertilizer and aluminum factories

4 4.0

GROSS ALPHA PARTICLE ACTIVITY 
(INCLUDING RN AND U) (PCI/L)

2.05 NN Erosion of natural deposits15 0

RADIUM - 226 (PCI/L) 0.03 NN Erosion of natural deposits5 0

RADIUM - 228 (PCI/L) 0.95 NN Erosion of natural deposits5 0

TOTAL ORGANIC CARBON (TOC) 1.5 NN Naturally present in the 
environment

TT N/A

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
Office of Research and Standards Guideline (ORSG) – MassDEP health-based guideline. 
Secondary Maximum Contaminant Level (SMCL) – typically aesthetic standards that represent reasonable goals for drinking water 
quality. See 310 CMR 22.07D for situations that may warrant enforcement of these levels. 
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, health effects language for these contaminants is available from the owner/operator of this Public Water System upon 
request and can also be found in Attachments C and D of Appendix M of the Guidelines and Policies for Public Water Systems 
(http://www.mass.gov/dep/water/laws/policies.htm#dwguid). 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 



Massachusetts Drinking Water Regulations 310 CMR 22.16A (23)
POSTED FOR CUSTOMER REVIEW AS REQUIRED BY THE MASSACHUSETTS DEP/DWP

4338004
ABINGTON ICE AND SUPPLY CO.

263 BEDFORD ST
WHITMAN MA 02382

The drinking water system at the facility noted above is registered in the Commonwealth as a transient non-community (TNC) public 
water system because it owns and/or controls its source of water and supplies potable water to 25 or more persons at least 60 days of the 
year. Examples of TNCs include restaurants, motels, campgrounds, parks, golf courses, ski areas and community centers.

The drinking water quality monitoring results on file with the Massachusetts Department of Environmental Protection Drinking Water 
Program (MassDEP/DWP) for this public water system and period noted above are as follows:

2012 DRINKING WATER QUALITY REPORT 
For the period January 1, 2011 to December 31, 2011

All drinking water, including bottled water, may contain small amounts of some contaminants.  The presence of contaminants does 
not necessarily indicate that water poses a health risk.  

1 Detect – any levels found at or above the detection limits in the Massachusetts Drinking Water Regulations, 310 CMR 22.00. 
2 Maximum Contaminant Level (MCL) – the highest level of a contaminant that is allowed in drinking water. 
3 Maximum Contaminant Level Goal (MCLG) – the level of a contaminant in drinking water below which there is no known or expected
risk to health. 
4 For any violations, Refer to the following health effects language listed below and contact the  system’s contact person for information on 
corrective actions taken by the system to return to compliance and stay in compliance in the future: 

Total Coliform – Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, 
potentially harmful, bacteria are present.  Coliforms were found in more samples than allowed and this was a warning of potential 
problems. 
Nitrate – Infants below the age of six months who drink water containing nitrate in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 
Nitrite - Infants below the age of six months who drink water containing nitrite in excess of the MCL could become seriously ill 
and, if untreated, may die.  Symptoms include shortness of breath and blue-baby syndrome. 

5 Other Contaminant Violations – If applicable, contact the owner or the MassDEP at the numbers listed below for information on the 
other contaminants. 
 
** If “Y”, one or more times during the reporting period this system did not monitor and/or report  to the MassDEP as required.  
“ We are required to monitor your drinking water for specific contaminants on a regular basis. Results of the regular monitoring are an 
indicator of whether or not our drinking water meets health standards. During the above noted reporting period we did not monitor or test 
and/or did not complete all monitoring or testing for contaminant(s) noted above and therefore cannot be sure of the quality of our 
drinking water during that time. “   
The posting of this report meets the public notification T ier 3 requirements of 310 CMR 22.16(4). 

For more information, or the complete monitoring results for this system:        

      

Owner/responsible party name  Signature of owner/responsible party  Telephone #  

      

Certified Operator Name  Signature of certified operator  License #  
                 
If you have any questions on the Massachusetts Drinking Water Program contact the MassDEP, Drinking Water Program at (617) 
292-5770, email Program.Director-DWP@state.ma.us (subject:  TNC CCR) or visit the MassDEP web site at www.mass.gov/dep. 
Contact the EPA Safe Drinking Water Hotline at (800) 426-4791 for more information about contaminants and potential health effects. 
 
Date Drinking Water Quality Report posted______________ Location posted__________________________________________ 
 
*Also annual registration certificate 

HIGHEST 
 DETECT 

  VALUE1 

Total Coliform 

Nitrate 

Nitrite 

Sodium 

Other Contaminant 
Violations5 

MCL 2 MCLG 3 VIOLATION 4 

(YES or NO)
POSSIBLE SOURCES OF 
      CONTAMINATION 

MCL
FAILURE TO 
MONITOR **

Naturally present in the environment.

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Runoff from fertilizer use; leaching from septic 
tanks, sewage; and erosion of natural deposits. 

Naturally present in the environment; may also 
be due to salt runoff from deicing practices. 

MONITORING RESULTS TABLE 

CONTAMINANT 

N/A N/A N/A 

11 

10 10 

00 Absent

NO DATA

NO DATA

NO DATA

N N

N N

N N

N

PWS ID:

N/AN/A N/A N/A N/A

(MG/L) 

(MG/L) 

(MG/L) 




